
TABLE 1-1
HISTORICAL USTs AND ASTs

PRE-1951

REMEDIAL INVESTIGATION REPORT
STRATFORD ARMY ENGINE PLANT

STRATFORD, CONNECTICUT

ID No. Location AST/UST Date Installed Status

Date 
Abandoned or 

Removed Volume (gal) Contents
1 B-10 U unknown Aband or R unknown varies x 1000 Gasoline
2 B-10 A 1947-1949 Active Active 80,000            Fuel Oil#6
3 B-10/B-9 U unknown Aband or R unknown varies x 2000 Gasoline
4 B-19 A unknown Removed 1980-86 300,000          Fire-Water
5 B-2 U unknown Aband or R unknown 2 x 5000 Fuel Oil
6 B-2 A unknown Aband or R unknown 10,000            Fuel Oil
7 B-2 A unknown Aband or R unknown 15,000            Fuel Oil
8 B-2 U unknown Aband or R unknown unknown Septic Tank
9 B-2 U unknown Aband or R unknown unknown Septic Tank

10 B-2 U unknown Aband or R unknown 500                 Gasoline
11 B-2 U unknown Abandoned 1955 2,500              Oil
12 B-2 U unknown Abandoned 1955 2,500              Oil
13 B-2 U unknown Abandoned 1969 1,500              Sanitary
14 B-42 A 1938-1939 Active Active 400,000          Water-Fire

Notes:
A - aboveground storage tank
U - undeground storage tank

Prepared by:  RTB
Checked by:  DRP
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